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Abstract: The high penetration rate of renewable energy sources (RESs) in smart energy systems
has both threat and opportunity consequences. On the positive side, it is inevitable that RESs are
beneficial with respect to conventional energy resources from the environmental aspects. On the
negative side, the RESs are a great source of uncertainty, which will make challenges for the system
operators to cope with. To tackle the issues of the negative side, there are several methods to deal
with intermittent RESs, such as electrical and thermal energy storage systems (TESSs). In fact, pairing
RESs to electrical energy storage systems (ESSs) has favorable economic opportunities for the facility
owners and power grid operators (PGO), simultaneously. Moreover, the application of demand-side
management approaches, such as demand response programs (DRPs) on flexible loads, specifically
thermal loads, is an effective solution through the system operation. To this end, in this work, an air
conditioning system (A/C system) with a TESS has been studied as a way of volatility compensation
of the wind farm forecast-errors (WFFEs). Additionally, the WFFEs are investigated from multiple
visions to assist the dispatch of the storage facilities. The operation design is presented for the A/C
systems in both day-ahead and real-time operations based on the specifications of WFFEs. Analyzing
the output results, the main aims of the work, in terms of applying DRPs and make-up of WFFEs to
the scheduling of A/C system and TESS, will be evaluated. The dispatched cooling and base loads
show the superiority of the proposed method, which has a smoother curve compared to the original
curve. Further, the WFFEs application has proved and demonstrated a way better function than the
other uncertainty management techniques by committing and compensating the forecast errors of
cooling loads.
Keywords: renewable energy sources; air conditioning system; wind farm forecast-errors; thermal
energy storage systems; demand response programs

1. Introduction
In the modern power system, there is a fast-growing rate in both supply/demand sides, which is
the most considerable on-board problem for the system operators. First of all, at the supply side, on the
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basis of the green energy contracts, renewable energy sources (RESs) are to tackle the climate crisis in
the green energy viewpoint [1]. Considering the benefits of the RESs and their promising opportunities
for the energy systems, the penetration level of RESs is rising rapidly. Second, at the demand
side, the thermal energy storage system (TESSs) is well designed to commit the cooling/heating
consumption units in the urgent time spots, when the system cannot provide the loads sufficiently
because of generation problems. Individually, the commercial and industrial consumption sectors
have a larger volume of thermal demands. Considering the former units provided by the TESSs,
the operation problem of the system would be totally relaxed. Considering the mentioned fact, utilizing
RESs is helpful for the system, and PGOs are willing to practice TESSs in the system. In addition,
demand response programs (DRPs) are an example of other practical approaches that have been
applied in the power system. Basically, the DRPs are to shift a part of the load from one time interval
to another. This means committing the consumption units at another time instead of peak time. In this
regard, DRPs are more applicable for the thermal consumption units as the comfortability of users
would be remained after the interruption of supply for a few hours.
Uncertainty management in RESs is a widespread and useful technique for system operators
to decrease the total cost of the system. To do so, the operators try to forecast the uncertain data
of the system a day before. Therefore, using all the forecasting methods is useful and effective, but
still there is a long process to go through and there is a variety of forecasted errors for the system
operators, e.g., whether the real data are greater than the forecasted data or less. In this regard we have
to deal with these forecast errors in a fine way to stay in the optimal condition. The error between the
forecasted data and the actual data of wind farms, the so-called wind farm forecast error (WFFE), has
been a controversial debate among researchers so far. Considering the WFFEs, the system will become
complex to handle. Moreover, the optimal scheduling of such a complex system is the operator’s
objective. The difference between the forecasted and actual data of the WFs makes the problem hard
to solve optimally [2,3]. To deal with such an issue, scientists have developed some solutions. WFFE
is one of the newly introduced approaches that is based on the real-time compensation of the errors.
Generally, as the day-ahead value of the WF is yet uncertain, but the real-time values are predictable
15 min ahead, there is an opportunity to compensate the system in real-time operation.
Generally, energy storage technologies are effective solutions to tackle the WFFEs in real-time
operation. The TESSs not only compensate these errors, but also add much flexibility to the system [4].
This is why the PGOs are willing to utilize the TESSs. Moreover, because of the significant amount
of installed TESSs in the industrial and residential areas, the storage systems are so suitable to use in
such strategies. To this end, the optimal operation of TESSs in the power system is formulated in the
literature, which would be helpful for the operation of the power grid [5–8].
DRP is a new definition in power systems, which is so appealing due to its applications in
the energy systems operation. In that way, the PGOs are so willing to use the DRPs in the system
operation [9,10]. Furthermore, the DRPs have been evaluated on all energy sectors, including industrial,
residential, and commercial loads. The application of DRPs is not restricted to electrical loads, and
it could be practiced on other types of energy demands, such as thermal loads, as well [11,12].
Therefore, it would be exciting to analyze the effect of DRPs on thermal consumption units. Obviously,
thermal loads use electric power directly to produce the desired cooling effect, for which we could
have an indirect impact on the electrical power by controlling the cooling demand. In this study,
and therefore the former applications studied in [2], the aim is to analyze the DRP programs on
thermal loads.
The main contributions of the paper are as follows:
•

The feature of WFFE has been investigated from a new perspective, which will give a better
dispatch of the TESS capacity level. In contrast with the other works, the WFFE has been
applied instead of considering uncertainties to analyze the differences between forecast and actual
wind data.

Sustainability 2020, 12, 7311

•

•

3 of 13

The day-ahead and real-time operations are considered for an A/C system considering WFFEs.
At first, the day-ahead operation is calculated, and then the real-time operation is performed.
The WFFEs in the day-ahead operation are compensated in the real-time operation utilizing
the TESSs.
DRPs are employed for managing the cooling loads to make the consumption curve smoother.
As mentioned so far, DRPs are more sensible for thermal loads against electric loads. Using
the DRPs for cooling loads, there is more space in the TESSs to compensate for the WFFEs in
real-time operation.

2. Material and Methodology
The general algebraic modeling system (GAMS) is a well-known tool for solving complex
optimization methods that employ several solvers to obtain optimal set points of the problem.
Various optimization problems, including linear/nonlinear problems, can be solved using GAMS.
The presented scheme for the air conditioning system and TESS in this study is a nonlinear model,
which is handled by GAMS software applying CONOPT solver [13,14]. CONOPT is a known GAMS
solver for dealing with complex nonlinear problems, which has a high rate of efficiency and reliability
for a vast class of optimization problems. Such a solver of the GAMS software includes a rapid
approach in obtaining a first feasible solution, which is appropriate for problems with few freedom
degrees. The CONOPT uses an optimization methodology based on the generalized reduced gradient
(GRG) method that is introduced by Abadie and Carpentier. The actual implementation has many
modifications to make it efficient for large models and for models written in the GAMS language.
The main levels in the GRG method are provided in Figure 1 [14].

Figure 1. The optimization methodology used in this research for obtaining optimal set points of the
system equipment.

3. Problem Formulation
3.1. Features of Wind Farm Forecast Errors
Due to the uncertain nature of wind farm productions, tackling these uncertainties in a proper
way is a challenging issue. Both the vision of the individual system operator (ISO) and the facility
owner will face such issues. On the one hand, by hindering these uncertainties, the ISO can easily
handle and manage the network; on the other hand, when these uncertainties become less, the owner
gets a higher profit. This means that it would be a win–win strategy for both the ISO and owner to
tackle these uncertainties.
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In different studies, various models are presented to model these uncertainties such as robust
optimization [15–17], stochastic programming [18–20], and the information gap decision theory (IGDT)
approach [21]. These methods only model and analyze the volatilities, and in the real world we need
proper solutions to handle such issues. In this regard, WFFE is a propitious approach to compensate for
the forecast errors. Furthermore, by pairing TESSs, which have the ability to store energy at off-peak
hours and discharge it to the system at on-peak hours, the performance of the system would be entirely
promising. In this study, the authors have proposed such a strategy to tackle the WFFEs.
(Et ) is the real forecast errors and (Et% ) is the relative forecast errors, which are modeled as follows.
Et = PtWF − PtWA
(1)
Et% = ( PtWF − PtWA )/PtWF

(2)

The day-ahead forecasted wind farm production is defined by PtWF , and the day-ahead actual
wind production is PtWA . The day-ahead forecasted wind farm data has been considered as the base
parameter as it is the only known parameter in the day-ahead scheduling.
3.2. Wind Energy Forecast Errors Characteristics
WFFE is a new concept, which is described in this part. The following parameters have been
presented to calculate the parameters of the WFFEs.
First, two parameters used for WFFEs model are the upward/downward wind WFFE, which are
presented as follows.
t0

Eday,+ = max(0, max( ∑ ( PtWF − PtWA ) × ∆t, ∀t0 = 1 ∼ Nt))

(3)

t =1
t0

Eday,− = min(0, min( ∑ ( PtWF − PtWA ) × ∆t, ∀t0 = 1 ∼ Nt))

(4)

t =1

day,+

E%

=

Eday,+
Nt

∑

t =1
day,−

E%

=

( PtWF

× ∆t)

Eday,−
Nt

∑

t =1

( PtWF

(5)

(6)

× ∆t)

Here, the numbers of operation time slots are Nt equal to 96 intervals, which is 15 min per time
step. The relative positive/negative parameters of wind farm energy forecast errors are calculated
in Equations (5) and (6).
A complete chart of the day-ahead and real-time operating model of the proposed system
is demonstrated in Figure 2. First, the model studies day-ahead operation and then at the
present day. After the calculation of the WFFEs, the real-time operation will be performed for
compensating forecast-errors.
Further, both day-ahead and real-time scheduling details are completely discussed at the rest of
the paper.
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Real-time operation

Day-ahead operation

Build statistics of wind forecast errors
Equations (1)-(2)
Build statistics of energy forecast errors
Equations (3)-(6)

Mid term pre-scheduling
Equation (7)
Day-ahead scheduling
Equations (8)-(11)
Optimize the day-ahead load
profile

Divide storage capacity for
reserves and load shifting

Calculate the unbalance power
Equations (12)-(17)
Calculate ∆Pc for every time slot
Equation(18)
Calculating the remaining energy reserve for the remaining
time intervals
Equations(19)-(20)

Is the last time interval?

No

Yes
Figure 2. Complete flowchart of day-ahead/real-time operation of the proposed system.

3.3. Day-Ahead Operation
In the day-ahead operation part, the problem is solved at all time intervals a day before using
the forecasted data. First of all, the upward/downward energy reserves of the TESSs should be
determined, which are the E1 and E2 values in Figure 3. These parameters should be evaluated by
using the wind farm forecast data. The day-ahead forecasted wind farm production data of the wind
farm is attained using
Ewind =

Nt

∑ ( PtWF × ∆t)

(7)

t =1

The TESSs should take at least 25% of the highest value of forecast-error data, which has
been calculated in the pre-scheduling part of programming process. Similarly, upward/downward
scheduled reserves should be at least 25% of the data of Table 1 related to the output level of the next
day wind farm forecast production. All storage systems are scheduled to provide some part of reserve
considering their capacity level. Accordingly, E1 and E2 should be determined for all storage systems.
Furthermore, by performing the mentioned levels, the cooling demand can be well scheduled for use
in load shifting as follows.
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min ∑
t

∑
t

!2
C
Pi,t

+

Ptdb

(8)

subject to:
t0

C − P AHU ) × ∆t ≤ E2 − E1 ,
0 ≤ ∑ ( Pi,t
i
i
i,t

(9)

t =1

∀t0 = 1 ∼ Nt, i = 1 ∼ Ns
C
PiC,min ≤ Pi,t
≤ PiC,max
Nt

Nt

t =1

t =1

(10)

∑ Pi,tC = ∑ Pi,tAHU

(11)

Table 1. Upward/downward energy forecast error coefficients at different cases.
Output Level

Low

Mid Low

Mid

Mid High

High

Upward

0.5 × Ewind

0.375 × Ewind

0.275 × E wind

0.225 × Ewind

0.2 × Ewind

Ewind

Ewind

Ewind

Downward

0.45 ×

0.35 ×

0.275 ×

0.2 ×

Ewind

0.15 × Ewind

Figure 3. Capacity level of thermal energy storage systems (TESSs).
C is the cooling power variable of unit i at time slot t, that is, the main variable to control the
Pi,t
AHU is the cooling demand parameter of the air handling units. The variable electricity
objective. Pi,t
base-load is Ptdb , which consists of whole load units except cooling demand. Nt is total number of
time slots in a proposed day and Ns is the TESSs number. The objective is minimizing the total
load consisting of cooling power and base-load in the objective function by a quadratic objective.
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Furthermore, based on this methodology, the most preferred demand curve will be provided, which
aims at minimizing the demand peak and maximizing demand valley. Equation (9) demonstrates
the flexibility level added by the TESS to the system. As shown before in Section 3.2, differences
C and P AHU are covered by the charge/discharge power of the TESSs. The capacity level
between Pi,t
i,t
of the proposed TESSs for the load shifting in the day-ahead programming is the values of Ei1 and
Ei2 . The initial state of charge (SoC) of the TESSs is equal to Ei1 . The limitation of cooling power,
which means max/min rated power, is presented in Equation (10). Equation (11) presents an equality
constraint between cooling power and the demand of the system over all time slots, which discloses
the load shifting possibility at each time period.
3.4. Real-Time Operation
The main target of real-time scheduling progress is to calculate the real-time differences between
forecasted and actual data by using the TESSs to compensate for the WFFEs. As a matter of fact,
the upward/downward reserves of the TESSs are considered to be available for covering the WFFEs
up. At the start of every time spot, the remained upward/downward reserve is circulated to the
remained time spots of that day due to the probability of WFFEs at each time spot. The expected
conditional negative/positive forecast-errors of the considered time can be modeled by the following
weighting coefficients (Equations (12) and (13)).
up

Wt

Wtdn

=

Z ∞
0

=

Z 0 
−∞

 
Et% × pd f Mid Et%
× PtWF =0.108 × PtWF

(12)

 
Et% × pd f Mid Et%
× PtWF = 0.061 × PtWF

(13)

The relative probability density of the forecast errors is modeled through pd f Mid while the output
level of the storage is mid. The weighting factors of all five output levels of wind production are listed
in [2].
In addition, as the forecast error for the running time slot is determined, the weighting factor can
be computed in a different way based on Equations (14) and (15):


,up
up
Wt∗ = max W 0 , | Et∗ /4|

(14)



0 ,dn
Wtdn
, | Et∗ /4|
∗ = max W

(15)
0

0

In Equations (14) and (15), t∗ represents the ongoing time slot, W ,up and W ,dn are the primary
weighting coefficients gained from the work in [2], and Et∗ is the present forecast error. Accordingly, if
Et∗ is large enough, the | Et∗ /4| should be chosen. The value of | Et∗ /4| discloses that while the value of
forecast data is large, the storage unit should, at least, take 25% of its capacity, as it has been proposed
in the pre-scheduling term. If Et∗ is not as large as it used to be, the primary weighting coefficient
should be chosen, as the storage may compensate extra forecast errors if they are originally small.
Referring to the calculated weighting coefficients, the energy reserves for the ongoing time spot t∗ can
be defined as Equations (16) and (17),
up
W
up
up
Et∗ = Nt t∗ up × Er,t∗
(16)
∑t=t∗ Wt
Etdn
∗ =
up

Wtdn
∗
dn
∑tNt
=t∗ Wt

dn
× Er,t
∗

(17)

dn are the surviving upward/downward reserves of the current day, respectively,
where Er,t∗ and Er,t
∗
which is the same as the optimized reserves minus the used energy reserves at past time slots.
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The assigned energy reserves curtail the power adjustment at this time slot.
∆PtC∗ can be calculated
 Equation (18): 
 by using

up

C − PC,min

−
min
E
;
E
/∆t;
P
∑ i,t∗

t∗ t∗
i
i

∆PtC∗ =



C,max
dn /∆t;
C

+
min
E
;
E
P
−
P

∑ i
t∗ t∗
i,t∗

i f : Et∗ > 0
(18)
i f : Et∗ < 0

i

∆PtC∗

where
is entirely determined by the errors of wind farm forecast, the energy level curtailments,
and the power capacity curtailment.
By applying the power modification at the ongoing time slot, the energy capacity will be updated
through Equations (19) and (20):
up
up
Er,t∗+1 = Er,t∗ + ∆PtC∗ × ∆t
(19)
dn
dn
C
Er,t
∗+1 = Er,t∗ − ∆Pt∗ × ∆t

(20)

It should be noted that if ∆PtC∗ > 0, the storage will be charged, the downward energy reserve
will be reduced, and the upward energy reserve will be increased. The condition would be reversed
if ∆PtC∗ C < 0.
By applying this approach, the reserves are earmarked to every time spot by the anticipation of the
WFFEs. Likewise, if fewer energy reserves are employed initially in the day, more improvements could
be enabled later in the day. This helps in the practical use of the reserves in real-time engagement.
4. Results
4.1. The Proposed System and Its Data
A simple local energy system has been considered as a proper test system in this case, which
consists of a commercial zone with a 110 kV power station. The considered commercial region includes
ten huge commercial buildings with air handling units, for which the system schematic has been
depicted in Figure 4. Moreover, the rated power and total capacity of all TESS are 1.5 MW and
13.5 MWh, respectively. The total capacity of all TESS is 4.5 MWh from an electricity viewpoint,
considering that the coefficient of A/C storage performance almost 3.0. The TESSs will take 135 m3 per
100 kWh, and the density of the A/C storage will determine its size. The system size can be decreased
by utilizing a proper TESSs [22,23], as the size of TESSs should be acceptable for that huge commercial
buildings. In addition to the ten buildings, some additional demands consisting of all energy demands
except cooling demands are also considered, which have made a total peak load of the system equal to
80 MW. In order to simulate those additional loads, a typical load profile is studied. The considered
typical load profiles for the base-load and cooling loads are shown in Figure 5. As mentioned before,
the main focus of the current work is wind forecast errors, and the errors in loads are entirely neglected.
The other important contribution of the current study is the application of demand response
programs for flexible cooling loads. The demand response phrase is new in the power system, which
has been considered in both theoretical and practical projects on electric/thermal demands. In this
regard, the demand response program has been proposed to be applied to the flexible cooling load.
Additionally, Figure 6 shows the cooling demand prior and after the application of the demand
response programs.
The authors have considered a total capacity of installed wind equal to 20 MW that covers 25% of
the whole peak load. The practical wind data are gained from TenneT over the year 2019 to use for
the identification of WFFEs [23]. Two different data for the wind farm exist that include the actual
and forecasted data. For the day-ahead scheduling, the forecasted data has been utilized, and actual
data has been used in the real-time operation. Considering no data for a proper wind farm with
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20 MW capacity, the authors have considered a wind farm with 950 MW capacity normalized to
20 MW. Because of hard accessibility to the real data, both the test system and load are theoretical.
Furthermore, the proposed development design is in line with different system data or load curves.
Upstream Network

Electrical energy
management of the
I-Buildings

Electrical energy
management of the
I-Buildings

Wind Farm
Thermal energy
management of the
I-Buildings

Thermal energy
management of the
I-Buildings

Cooling system

AHU = Air handling unit
BLD = Base load demands
I-Buildings = Industrial buildings
DRP = Demand response program

Figure 4. The schematic of the proposed industrial area.
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Figure 5. Baseload in original and dispatched shape.
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Figure 6. Cooling load prior and after applying demand response.
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4.2. The Day-Ahead Operation
In the day-ahead operation section, the TESSs capacity is considered to classify the forecasted wind
farm production of the next day. Figure 7 shows the forecasted and actual wind data. It should be noted
that the remaining TESSs capacity is used for upward/downward reserves in the real-time operation.
The dispatched load curve compared to the load curve prior to scheduling (i.e., the original load)
for 10 April is shown in Figure 8. Wind farm power output is considered a negative term in the equality
constraint. As anticipated, the TESSs consumes more power during the load curve valley, which aims
to store the power to discharge it the on-peak hours. Therefore, the system will have a better load
supply without any interruption that is so important for the system operator.
10
Actual data
Forecasted data

9
8

Power [MW]

7
6
5
4
3
2
1
10

20

30

40

50

60

70

80

90

Time [15 minutes per interval]

Figure 7. Forecasted and actual wind data.
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Load [MW]

10

8

6

4

2
10

20

30

40

50

60

70

80

90

Time [15 minutes per hour]

Figure 8. Cooling demand in original and dispatched shape.

Load curve procurement is an option for power systems operators that could help to relax the
operation issues. Even a small percentage reduction of the peak load value could be effective in
avoiding high interval price and lots of additional investments in the power system. On the other side,
the dispatched version of the original load has less variation of itself, which means a tied cure among
peak and valley. Moreover, in the renewable integration approaches, the variation of the load has a
deep concern for the operators, as it could heighten the uncertainty level.
The impact of load shifting is directly associated with the scheduling of TESSs. The time slots with
a high value of forecasted wind farm production should allow comparatively more TESSs capacity
in reserves, and less will be accessible for shifting of the load. In opposition, while the forecasted
data of wind farm production is low, more TESSs capacity will be available to use for load shifting.
Furthermore, as wind farm production is considered a negative part in the equality constraint, the net
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peak load could be higher when the wind farm production is lower. Additionally, extra TESSs capacity
will be in touch to use in the load shifting process.
4.3. The Real-Time Operation
In real-time scheduling, the cooling demand is also adapted to treat WFFEs. The results of
the cooling consumption units in both original and dispatched versions are depicted in Figure 8.
The selected day has a big value of variation, inherently. The curve had been divided into three parts,
and in the first and second parts of the day, the values of the actual data are higher than their forecasted
values. This shows the potential for storing energy in the TESSs at this time intervals as well as the
supply of demands in a smooth way. It could also be used for load shifting as well. In this regard,
in the last part of the day, the forecasted values are higher, which means that the TESSs should be
utilized to compensate the WFFE with less load shifting. The transactions in the real-time operation
could be utilized for the energy reserve more actively. Comparable happenings could be shown on the
other days.
The forecasted wind farm production errors are large on the considered day. In real-time operation,
the proposed approach is working actively, which is capable of covering more than 75% of net
forecast errors.
Figure 8 demonstrates the net cooling consumption and cooling power on the considered day.
It can be seen that in the day-ahead operation, the cooling consumption is shifted from noon to the late
evening considering the positive impact of DRP and TESS. In the real-time operation, using TESSs, the
cooling supply is further adapted for covering the WFFEs.
4.4. Analysis
The results show that the suggested scheduling design can manage the TESS for various goals
efficiently. The separation of energy capacity could impact the efficiency of each part. If extra TESS
capacity was used for upward/downward reserves, the load curve would be fully corrected, and less
extensibility will exist for responding volatilities in the real-time, and vice versa. In the recommended
design, the capacity of TESS devices is dispatched by the probability of WEFEs. The reserved capacity
of TESSs must be capable of meeting a special rate of the most significant WFFEs. The surviving
capacity of TESS is used to enhance the systems load curve. The WFFEs application is more reliable
than the other uncertainty management techniques since there are both negative and positive sides
in the uncertain parameters. As it had been denoted, in the first two parts of the proposed day,
the forecasted values of wind farm production were less than the real values and they were greater
than the actual values in the third part of that day. Considering this fact, using other uncertainty
modeling techniques is not effective. Using the proposed technique, not only do we optimize the
system a day before, but we are also able to compensate for the errors at the present day.
In the real-time operation approach, a dynamic methodology is employed to schedule the energy
reserves to meet the WFFEs. According to the outputs, the diminution of forecast errors is always
higher, or close to, the designed percentage, which gives adequate support for power system operators
to allow more RESs. Certainly, optimal dispatching of the TESS facilities is a current problem in power
systems that needs further investigation. Additional procurement to the suggested design would be
helpful because trade-offs among various aims exist.
The aimed scheduling design applies to different kinds of TESSs. The TESS is managed as an
experiment problem for the incorporation of electric AC networks, for which the application of the
TESS is quite promising. The current work concentrates on wind farms because the characteristics of
the instabilities of different kinds of RESs could be varied. A further general structure for assessing the
volatilities of the RES is feasible for future subjects.
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5. Conclusions
In this paper, a scheduling model for an AC and TESS has been applied to a commercial area
consisting of ten large buildings based on a recently investigated method for wind farm forecasted
errors. The studied area has a considerable cooling demand. As an inevitable part of the system,
the application of DRPs has been considered for the flexible cooling loads, which is more feasible in
the studied case as the comfortability of the user will remain after the power collapse for at least an
hour. Moreover, the daily forecast and real data of a the studied wind farm proved the importance of
using WFFEs. Therefore, the uncertainty of the RESs has been considered in the other scientific papers
in the day-ahead operation methods; here, we considered both day-ahead and real-time operation
methods to compensate the WFFEs, which makes the responses more reliable as this way we work
with the real data of the problem. The TESS is a well-known solution toward handling the uncertainties
of RES has been employed to commit the cooling loads at on-peak time intervals. Considering the
above-mentioned facts, to solve the subjected complex problem, a new methodology consisting of
day-ahead and real-time operations was applied. The results from the presented methodology have
shown a great potential of applying the TESSs and DRPs on the cooling loads. In both cooling and base
loads, the committed curve is much smoother than the original curve, which makes the solution better,
in optimal condition point of view. For future works, here, there could be a comparison between the
WFFEs and other uncertainty management methods like robust optimization. Other DRP methods
could also be enjoyed to analyze how operators could optimize the problem by managing the other
side of the problem (the demand side).
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